mnurr Opticom® Fiber Patch Panel with Cable Manager

Part Numbers: CFAPPMBL1
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B o Install using (2) fasteners per side.

g Fasteners not included.
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Install (1) Cable Manager (included) on each side.
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For Technical Support: www.panduit.com/resources/install_maintain.asp
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Optional FQCRCML T

(sold separately) When installing optional

FQCRCML, use (3) fasteners
per side. Fasteners not
] included.
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Fiber Patch Panel with Door
and Cable Managers installed
(one per side)
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A g Fiber Routing showed with fiber tied
0 i to the fiber patch panel. If fiber is
g - not tied, the door will not close.
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For Instructions in Local Languages E-mail:
and Technical Support: mn“IT techsupport@panduit.com
. . N . Phone:
http://www.panduit.com/resources/install_maintain.asp www.panduit.com

866-405-6654
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